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WIRE SIZE EQUIPMENT WIRE SIZE EQUIPMENT
REQUIREMENT GROUNDING REQUIREMENT GROUNDING
FUSE CUSTOMER CONDUCTOR | FUSE CUSTOMER  CONDUCTOR
SIZE  CONNECTION MINIMUM | SIZE  CONNECTION MINIMUM

#14 #14 150 #1 #6

#14 #14 175 #1/0 #6

#14 #14 200 #2/0

#14 #14 225 #2/0

#14 #14 250 #4/0

#14 #14 300 250-MCM

#12 #12 350 350-MCM #2

#12 #12 400 400-MCM #2

#10 #12 450 500-MCM #2

#10 #10 500 600-MCM #2

#8 #10 600 900-MCM #1

#8 #10 700 1500-MCM 1/0

#8 #10 800 2/500-MCM 1/0

#8 #10 1000 2/800-MCM 4/0

#6 #10 1200 2/1000-MCM 4/0

#6 #8 1600 2/2000-MCM 4/0

#4 #8 2000 250-MCM
#4 #8 2500 350-MCM
#4 #38 3000 400-MCM
#2 #6 4000 500-MCM
#2 #6 5000 700-MCM
#2 #6 6000 800-MCM

TABLE 2
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General Maintenance Procedure

Yearly

Blow out rectifier/inverter with a low-pressure air hose.
Make sure all connections are tight.
Perform a visual check on all internal components.
Check front panel meters and alarms for accuracy.
4th Year
REPEAT ABOVE WITH THE ADDITION OF:
1. Check relay contacts for pitting or corrosion.
2. Check capacitors for leakage.
7th Year

REPEAT ALL, WITH THE ADDITION OF:

1. Filter, resonating capacitors and control relays should be replaced.

10th Year
REPEAT ALL WITH THE ADDITION OF:

1. Check magnetics, components and wiring for signs of excessive heat.
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